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(1) 2” EMT FROM RESEARCH
BLDG FOR CAMPUS FIRE ALARM
LOOP. TIE INTO EXISTING FIRE

AMV ALARM PANEL.

~——FIRE ALARM LOOP PULLBOX
127 X 12" X 10"

m/
(1) 2” EMT FROM RESEARCH
BLDG. FOR CAMPUS FIRE

ALARM LOOP

In/l( FIRE ALARM LOOP PULLBOX

127 X 12" X 107

@/
(1) 2” EMT FROM RESEARCH

BLDG FOR CAMPUS FIRE ALARM
LOOP

FIRE ALARM LOOP PULLBOX
127 X 12" X 10"

O(
(1) 2" EMT FROM RESEARCH
BLDG FOR CAMPUS FIRE

ALARM LOOP

TIE 2° FIRE ALARM LOOP
CONDUIT INTO PULLBOX.

FOR CONTINUATION SEE
DRAWING FA1-101.

Key Notes

PROVIDE OPTICAL FIBER MODULES AND
CONNECT LOOP FROM RESEARCH BUILDING
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